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Non-Pressure System Installation 

• Keep the hose free of excessive bends; less than three 90° bends  preferred.  The external hose may need to be cut to length.  

• The internal NPS hose connections are located on the bottom of the VT-NP and the rear of the FR-NP.  

• The external NPS hose connections are located above the threads where the VT-NP mounts to the tank and one of the three ports on the 
exterior of the NPV. 

• For the external system, the NPV mounts between the tank and a low pressure fuel receiver.  The NPV has a specified flow direction that is 
indicated on the part.   

• For the internal system, the FR-NP retains the same dimensions as a standard fuel receiver and mounts directly to the tank. 

External System: 400 GPM Capable Internal System: Fits in standard enclosures, 

200 GPM Capable, Excellent slosh resistance 

VT-NP must be 

installed vertically 

at top of tank 

NPV 

Low pressure fuel receiver 

(included if bought as kit) 
 

 

VT-NP must be 

installed vertically. 

Drop Down tube is REQUIRED installation on both vent 

types. ** 

NPV 

FR-NP 

**REQUIRED 
**REQUIRED 

Ingress and Egress Air path MUST be free 

from any restrictions and free flowing on 

both vent types.  


